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METER TROUGH WITH MAIN DISCONNECT FACTORY INSTALLED

{SEE CONSTRUCTION NOTL 4

CUSTOMER FURRISHED, INSTALLS AMD MAINTAING

. 00T ELECTRIC SERVICE GROUND MOUNTED CABINEY

. METER TROUGH: A DEVICE THE METER PLUGS INTO ®ITH A

REMOVABRLE UPPER PROTECTIVE COVER,

. DISCONNECTING MEANS: THE FACTORY INSTALLED MAIN

DISCOMNECT WITH PAD LOCK INSTALLED.

. ORIVEN GROUND: A SAFETY CONNECTION TO PROVIDL AN

ELECTRICAL PATH TO EARTH (8 x 3% COPFER CLADM
SEL CHARY BELOW,

. ELECTRICAL SERVICE WIRE {CONTRACTOR INSTALLED

PERR NEC REQUIREMENTS.

HOTE: ALL HARDWARE MUST BE %" CALVAMIZED OR STAINLESS

STEEL (HC ZINC ALLOWED).

DPU-E FURNISHES, INSTALLS, AND MAINTAINS

6. METER: A DEVICE THAT MEASURES THE AMOUNT OF

ELECTRICITY USED 8Y A CUSTOMER,

COPPER EXTERNAL GROUMNDING WIRE SIZES

E0-100ANMP PR
1S0AMP nE
ZO0AMP *4

COPPER SERVICE ENTRANCE WIRL SIZES

GOAMP uE
100 AMP w3
150A9 LG
200AMP 3/0

RULES FOR CONNCCTING TO DFU-E EQUIPMENT

. SERVICE MUST BE TRENCHED IN AT A DEPTH OF 247

ANG A TRENCH INSPECTION MUST BE QONE BEFORE
BACKFH L I3 COMPLETED {LALL 630-420-8082 TO
SCHEDULE AN INSPECTION WITH TEDL

. AN B COIL OF WIRD MUST BE LEFT AS CLOSE TO THD

SIDE OF TRE TRANSFORMER OR PEDESTAL AS POSSIBLE
FOR DPRPU-E TO CORNECT.

. NO GROUND WIRES ARE ALLOWED IM DPU~L EOQUIPMENT.

. METER TROUGH TO BL LOCATED 5-15° FROM DPU-E

POINT OF ATTACHMENT,

. METER TROUGH ASSEMBLY SHALL BE AT LEAST &

FROM EXCAVATION,

. MAY BE OUSED FOR TEMPORARY ELECTRIC SERVICE.
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1. HEIGHT TG CENTER OF MEYER MUST BE BETWEEN 407-607,

2. METER SOCKET MUST BE LABELED WITH ADDBESS (INCLUDING SUITE #)
WITH 1" PERMANENT LABELS (N0 MARKER).

3. 1" CONTINUOUS CONDUIT (NO COMDULETS) FROM TRANSFORMER
CABINEY TG METER SOCKET.

NAPERVILLE PUBLIC
UTILITIES DEPARTMENT

ELECTRIC STANDARDS

METER SOCKET FOR INSTRUMENT
TRANSFORMER INSTALLATIONS

i¢, 3 WIRE, 6 TERMINAL OVER 200A

DATE: 06-24-04

CONSTRUCTION NOTES

1. THE ELECTRIC METER TROUGH AND ELECTRIC METER SOCKET SMALL BE SUPPLIED AND INSTALLED BY THE CONTRACTOR.

THE CLECTRIC METER TROUGH AND ELRECTRIC MLTER SOCKEY SHALL BE IM ACCORDANCE WITH NAPERVILLE ELECTRIC'S

REQUIREMENTS.  THE CONTRACTOR SHALL BE RESPONSIBLE FOR COORDINATION WITH NAPERVILLE ELECTRIC FOR THESE

ITEMS PRIOR TG ORDERING OR INSTALLING METERING EQUIPMENT.

2. NAPERVILLE ELECTRIC WHL SUPPLY THE LLECTRIC METER TO BE INGTALLED BY THE CONTRAZTOR.

Ll

COMTRACTOR SHALL SUBMIT SHOP ORAWINGS FOR THE SUPPORTS AND ATTACHMENT PLANS FOR APPROVAL BY THE ENGINEER.

THE ELECTRIC METER HOUSING SHALL BE IMSTALLED FLUSH WITH THE TOP OF THE ELECTRIC SERVICE GROUND MOUNT CABINET.

4. AlLL WORE SHOWN IM THIS DETAR Ssall BE INCLUDED TN THE CONTRACT UMIT PRICE FOR SERVICE INSTALLATION - CROUND MOUNTED.
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